THROUGH PIPE THROUGH PIPE - ONE LATERAL

NO SCALE NO SCALE

ANGLED LATERALS
NO SCALE

TYPICAL STEP PLACEMENT

THROUGH PIPE - TWO LATERALS SLIGHT ANGLE
NO SCALE NO SCALE

# <15
o< <30

OPPOSED LATERALS

NO SCALE

CURVED DEFLECTOR REQUIRED

INTERMEDIATE ANGLE SHARP ANGLE

NOTES:

1. A FULL DEPTH CHANNEL
IS REQUIRED IN BENCH.

2. THE MINIMUM VERTICAL
DROP THRU MANHOLE
BASE SHALL BE 0.2
FOR VERTICAL DROPS IN
EXCESS OF 18", AN
OUTSIDE DROP MANHOLE
IS REQUIRED.
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